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SF, System Specifications

m SFis mixed with dry air
s Dry air used has a dew point of -100 deg F
m SF, to air mixture is .4%

Main distribution line pressure is at 90 PSI
Branch lines to furnaces are at 20 PSI
Flow rate Is 6-8 sq. cu. Ft./hr
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